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Test Certificate 11038

Product: Automatic switching device (ENS)
Type: ENS 26
Intended use: Automatic switching device, inaccessible to the distribution system

operator, serving as a safety interface between a distributed
generation system and the low-voltage grid. Equivalent sub-
stitute for a switching device with isolating function accessible
at all times to the distribution system operator.

Testing performed in accordance with:

DIN V VDE V 0126-1-1:  "Automatic disconnection device between a
2006-02 generator and the public low-voltage grid"

The safety concept of the product satisfies the technical safety requirements in force at the
time of issue of the present certificate for the normal use indicated.

Differing from Sec. 4.3 of the test specifications, the upper frequency monitoring switch-off
point may be established according to FNN ,Technical note - Basic conditions for interim
regulation of frequency-dependent active power control of PV systems in low voltage net-
works (March 2011)".

The validity of the certificate of compliance shall cease no later than:
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